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A. The system shall function as follows when an area detector, manual station, or waterflow switch, or other suppression system activation indicating device (i.e. Ansul System operates”

· Go into General Alarm:  activate all audible/visual devices

· Transmit alarm information to UConn Fire Department

· Display individual device number in alarm on alphanumeric display with user defined message on LCD display

· On sensors light an indicating lamp on the sensor initiating the alarm

· Close all magnetically held doors.

B. The system shall function as follows when an sleeping room detector operates:

· Turn on the sounder base in the room activated, and if so equipped, the visual notification appliance within the sleeping room.

· Transmit a supervisory alarm to the University Fire Department

· Display individual detector number in alarm or alphanumeric display with user defined message on LCD display

· Light an indicating lamp on the device initiating the alarm

· In the event any second device alarms in the building, the system shall go into General Alarm activating all notification appliances

